
Consultation Response from KC, 
Lead Local Flood Authority
2024/90956 Globe Mills, Bridge Street, Slaithwaite, HD7 5JN
Conversion of existing mill building to multi-storey car park, erection of external stair and lift 
cores with associated landscape and access arrangements (within a Conservation Area)
Date Responded: 18/12/2024. 
Responding Officer: Martin Stephenson 
Responding Ref: 1

Documents reviewed by the LLFA: 

Dudleys: 
 21496-DCE-XX-XX-T-C-001, Flood Risk Assessment, Rev P01 dated 07/08/2023. 
 21496-DCE-XX-XX-D-C-100, Drainage Strategy, Rev P01 dated  

Drainage Summary: 

Kirklees Council’s mapping indicate that part of the development is within Flood Zone 2, however this 
is confined to a landscaped area to the south of the building and is unlikely to affect the operation of 
the facility. 

The LLFA confirms acceptance of the statement in the FRA that the development is “less vulnerable” 
and therefore is appropriate for Flood Zone 3a (and that no exceptions test is required) together with 
the proposed 18.0l/s surface water allowable discharge rate outfalling into the adjacent river Colne. 

It is noted that approx. 8.0m3 of flooding is predicted by the hydraulic calculations for the critical 1 in 
100 year (plus 45% CC) rainfall event, however the LLFA accepts that this volume of flooding will be 
confined within the site and therefore does not pose a risk of flooding to the surrounding properties. 

It is noted that a geocell type tank is proposed to store the attenuated surface water flow.  The 
developer should consider that, at the end of the tank’s (and any associated geomembranes) 
guaranteed design life, this tank may need to be replaced if the MSCP is still in use.   

The LLFA also confirms that the Maintenance Strategy (as set out in Section 14 of the FRA) is 
accepted. 

Kirklees Flood Management and Drainage as the Lead Local Flood Authority, SUPPORTS this 
application and has no recommended drainage conditions. 


